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       SEQUENCE HEATERS
Input voltage is applied at all times. When the thermostat closes, Heat Relay 1 turns on and Timer
1 Delay On begins. Upon completion of Timer 1 Delay On, Heat Relay 2 turns on and Timer 2 Delay
On begins. Upon completion of Timer 2 Delay On, Heat Relay 3 turns on. When the thermostat opens,
Heat Relay 1 turns off and Heat Relays 2 & 3 sequence off according to Timer 1 & Timer 2 Delay Off
period.
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